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CONSTRUCTION_DETAILS /\

A. FURNISH & INSTALL 27 FT. STEEL POLE WITH 50 FT./60 FT. MAST ARMS. SIGNAL HEAD
SIGNS., VIDED DETECTION CAMERA AND A 20 FT. LUMINAIRE ARM WITH A 250 WATT
HIGH PRESSURE SODIUM VAPOR LUMINAIRE. CUT., CLEAN.
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AND GALVANIZE THE 50 FT.

MAST ARM
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REMOVE ABANDONED
TELEPHONE BANK

PROPOSED SIGNS PROPOSED "LED” SIGNALS NEMA PHASING
142+3+4, B2 B4
12 J 5¢6.7
M3-2  M3-4 [ Muddy Creek Road ]] e
] 24 X 12 30”)( 15” D3—2 °
30'}4;—24,, M1 —5 16" X VARIES %)
48" 36" DUAL FACE |
Mo=1 . 14 12"
21"% 15 l}d6—1 .,
- 30"x 24 [Central Avenue ” PROPOSED
13.15 48"x 75" VIDEQO DETECTION
D3-2 B8 FLASHING
“ 16" X VARIES g OPERATION
ONLY A PHASING NOTES:
PHASES ASSOCIATED BY A DASHED LINE
33;{)—(&33%” MAY/WILL OPERATE CONCURRENTLY.
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PHASES ASSOCIATED BY A SOLID LINE
WILL NOT OPERATE CONCURRENTLY.
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& NEW SHEET
Addendum #5 5-1-13

34 FT. (NOTE: 1-3 IN. SCHEDULE 80, 90 DEGREE POLYVINYL CHLORIDE CONDUIT BEND.)
B. FURNISH & INSTALL NEMA SIZE “6" BASE MOUNTED CABINET AND CONTROLLER WITH ALL NECE sfﬁw\ . '
EQUIPMENT. 1207240 V ELECTRICAL UTILITY SERVICE EQUIPMENT. (NOTE: 2-2 IN. x
SCHEDULE 80, 90 DEGREE POLYVINYL CHLORIDE CONDUIT BENDS AND 2-4 IN. SCHEDULE 80 \
90 DEGREE POLYVINYL CHLORIDE CONDUIT BENDS. ) ]
C. FURNISH & INSTALL HANDHOLE. }
D. FURNISH & INSTALL 2 IN. SCHEDULE 80 RIGID POLYVINYL CHLORIDE ELECTRICAL CONDUIT - TRENCHED.
E. FURNISH & INSTALL 2 IN. SCHEDULE 80 RIGID POLYVINYL CHLORIDE ELECTRICAL CONDUIT - BORED.
F. FURNISH & INSTALL 2 IN. SCHEDULE 80 RIGID POLYVINYL CHLORIDE ELECTRICAL CONDUIT - SLOTTED.
G. FURNISH & INSTALL 3 IN. SCHEDULE 80 RIGID POLYVINYL CHLORIDE ELECTRICAL CONDUIT - TRENCHED. 3 l
H. FURNISH & INSTALL 3 IN. SCHEDULE 80 RIGID POLYVINYL CHLORIDE ELECTRICAL CONDUIT - BORED. — | | SHaA
J. FURNISH & INSTALL 4 IN. SCHEDULE 80 RIGID POLYVINYL CHLORIDE ELECTRICAL CONDUIT - TRENCHED. 91: JZ PROPERTY
K. FURNISH & INSTALL 4 IN. SCHEDULE 80 RIGID POLYVINYL CHLORIDE ELECTRICAL CONDUIT - SLOTTED. \\%\O | / ' GENERAL NOTES WWW +|
L. FURNISH & INSTALL 1 IN. LIQUID-TIGHT FLEXIBLE NON-METALLIC ELECTRICAL CONDUIT FOR DETECTOR N0 S T . ALL UNDERGROUND AND OVERHEAD UTILITIES SHOWN ON THESE PLANS ARE SCHEMATIC ONLY e
WAL SLEEVE: SN\ | / D oy D COMEE E IO S0  THAT ALL UTILITIES MAY BE LOCATED N THE FIELD - 26
M. FURNISH & INSTALL NON-INVASIVE DETECTOR WITH 1000 FT. LEAD-IN CABLE. ) a’ ‘ / Y o AL TR PERCEIVES THAT A CONFLICT SETWEEN THE UTILTIES AND THE ' TRAFFIC > #w_
N. FURNISH & INSTALL VIDEO DETECTION CAMERA EQUIPMENT. :P % |_|_|\ g‘g’Nﬁ*LA?*LTLHEO%%Ll{JRF-LEE w?fYNTBREACRTE%%LS\?%L.L NOTIFY THE PROJ ! ,
P. FURNISH & INSTALL 24 IN. WHITE HEAT APPLIED PREFORMED THERMOPLASTIC MARKING (STOPLINE). “) 1 % }, | o > THE CONTRACTOR SHALL CONFIRM THE LOCATION OF PROPOSED GEOMETRICS PRIOR TO THE
Q. REMOVE EXISTING POLE. CONTROLLER AND CABINET. MAST ARMS. SIGNS. AND SIGNAL HEADS. | -ﬂ |i o \ INSTALLATION OF THE SIGNAL EQUIPMENT.
R. FURNISH & INSTALL 2 IN. SCHEDULE 80 RIGID POLYVINYL CHLORIDE ELECTRICAL CONDUIT FOR PROPOSED K E | %—O \ 3. &LSLT APLALVE%M%@T Oﬁﬁgg'gﬁlﬁ i‘é%goﬁﬁlgm?%ﬁ AsNTDANUDNALFEDSsS. %EE%E}ERE(?%Q- S?—IF\;&_LT%O;B\FI ACT THE
UNDERCROUND TELEPHONE SERVICE = TRENCHED. O)——- "II N i n NN ASSISTANT DISTRICT ENGINEER - TR@FFE:CAATTMSSIO) 841-1003, 48 HOURS PRIOR TO THE INSTALLATION
S. FURNISH & INSTALL 4 IN. SCHEDULE 80 RIGID POLYVINYL CHLORIDE ELECTRICAL CONDUIT FOR PROPOSED ' 4] S5 | EJI \:\ OF PAVEMENT MARKINGS TO CONFIRM L ) . |
T. EXISTING UTILITY POLE TO BE INSTALLED BY OTHERS. H 4‘ g } = \\2\):\\\ * AND (F';%T/EL:\EN?NBABE&%%TORS SHALL BE INSTALLED PRIOR TO PLACEM
1 ﬂ ﬁ r) IDEWALK OR CURB GRA
O ARALEY BMETICcE B cBTRIED 09,00 B AR i e PERER B o S S I R S AT e
V. FURNISH & INSTALL MICROLOOP PROBE SET WITH 1000 FT. LEAD-IN CABLE. i ' PRIOR TO THE INSTALLATION OF ALL SIGNAL EQUIPMENT.
' TURISH & ISTAL VETERED SERVICE PSTA O I o SEON COMSITUEING, TUE, FIOPOSED, TR SEAN, DU SLASE | D, PASE 2 ORI, SR
- FEIDE SHLSTIN AMOUILE, (37 410 480001 4157100 Couu N |
Y. REMOVED EXISTING UTILITY POLE BY OTHERS. (SEE ROADWAY PLAN FOR DETAILS.) “ Q{l h N p——————
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